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Abstract—Flux diverters (FDs) are used in High Temperature 
Superconducting (HTS) transformers for AC loss reduction and 
flux optimization. In this paper, a 2D axial symmetric supercon-
ducting winding model is proposed and two designs of flux diver-
ters are applied to the windings. A homogenization approach is 
used to analyze the windings with large turn numbers. The key pa-
rameters including the number, width, height and the spatial posi-
tions of the FDs are adjusted for AC loss and magnetic flux analy-
sis. The means of obtaining optimum designs of the FDs is provided 
and can be used to develop new winding designs with FDs, which 
contributes to better electromagnetic performance and higher effi-
ciency of HTS transformers.  
 
Index Terms—HTS transformer, Concentric Windings, AC 
loss analysis, magnetic flux analysis 
I.  INTRODUCTION 
ORLDWIDE energy deficiency and greenhouse gas emis-
sions inhibit economic growth and aggravate environ-
mental problems. In recent years, green technologies are ap-
plied in many power applications for energy saving purposes. 
Superconductivity is one of the promising approaches for the 
power loss reduction [1]-[3]. The advantages of superconduct-
ing technologies include high efficiency, no risk of fire and 
environment friendliness [4], [5]. Furthermore, superconduct-
ing devices support high current with small mass and volume 
[6]. Operations in low temperature conditions avoid aging ef-
fects and guarantee longevity of these devices. 
High temperature superconducting (HTS) transformers are 
among main applications of the superconducting devices [7]-
[11]. They can be used in power and high speed railway sys-
tems with notable increase of efficiency and dynamics [12]. 
Windings wound by multi-turn HTS tapes are fundamental 
parts of these applications, which are comprised of primary 
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and secondary windings for power conversion. It has been 
found that magnetic flux penetration is highly associated with 
the performance of 1G and 2G HTS windings [13]-[16]. The 
AC losses of windings introduced by radial magnetic field in-
fluence the efficiency and stability of cooling systems. One of 
the solutions is to apply high permeability flux diverters (FDs) 
to the ends of windings [17]-[25]. In [17], FDs were applied to 
the windings of a 6.5 MVA HTS transformer, which led to 
notable AC loss, radial magnetic field and penetration area re-
duction. In [18], the effects of FDs in a 6.6 MVA HTS trans-
former were analyzed. In [19], short circuit force reduction for 
HTS transformer windings was achieved by optimization de-
sign of FDs. They were also used for improving both DC and 
AC performances of HTS coils [20]. These results have shown 
the effectiveness of FDs. However, a comprehensive analysis 
of FDs is still necessary for reference of modeling highly effi-
cient HTS windings.  
In this paper, a 2D axial symmetric 1.65 MVA HTS trans-
former winding model is developed using COMSOL Multi-
physics. The model is comprised of a pair of concentric wind-
ings, including a low voltage (LV) winding and a high voltage 
(HV) winding. Flux diverters are applied to the ends of wind-
ings. An in-depth research of the influence of the FDs on the 
windings is provided. The key parameters including the num-
ber, width, height and spatial positions of flux diverters are ad-
justed. The AC losses and magnetic flux densities are obtained 
for analysis. The results indicate that the key parameters are 
critical to the AC loss reduction.  
The remainder of this paper is organized as follows. Section 
2 introduces the structural designs of the windings with the 
FDs, and a homogenization approach to reduce the computa-
tion cost of the windings with large turn numbers. Means of 
evaluating the AC losses using the key parameters of the FDs 
are provided in Section 3. In Section 4, the magnetic flux dis-
tribution is used to analyze the mechanism of the FDs. Finally, 
Section 5 provides some concluding remarks of the paper. 
II. MODELING OF THE HTS WINDINGS WITH THE FLUX DI-
VERTERS 





Two designs based on an axial symmetric transformer 
winding model [24] are provided in Fig. 1, in which four and 
two FDs are applied to the ends of the windings, respectively 
[16], [19]. Fig. 2 shows the 2D sections of the designs used for 
analysis in COMSOL Multiphysics. A 2D cylindrical coordi-
nate (r, z) is used, where r and z axes indicate the radial and 
axial directions, respectively. The two vertical strips in Fig. 2 
represent the LV and HV windings, respectively. The horizon-
tal strips represent the FDs. The key parameters of the FDs, 
including an indication of width D, the height of the FDs H, 
the height of the gaps between the FDs and the windings h are 
used for evaluation. In the case of the four flux diverters, 
2 × 𝐷 is the difference between the width of a flux diverter 
and the corresponding winding. When the two flux diverters 
are used, D is the difference between the inner radiuses of the 
FDs and the LV winding, and the difference between the outer 
radiuses of the FDs and the HV winding. The main parameters 
of the transformer windings are summarized in Table I.   
The LV winding is built in a solenoid structure, which uses 
9/5 Roebel cables (9 intertwined tapes of width 5 mm) to pro-
vide large current [16]. The odd number 9 introduces uneven 
distribution, which can be modeled using a homogenization 
approach provided in Section II. Each Roebel cable is com-
prised of two sides with 4 and 5 tapes, respectively, and a gap 
in between. Thus, 3 turns of the Roebel cables in the radial di-
rection are represented by 2 bulks and a gap between the bulks, 
as shown in Fig. 2b. There are 100 bulks (50 turns of the 
cables) along the axial direction. The HV winding is com-
posed of double pancake coils (DPCs). Each pancake is mod-
eled as a bulk with 22 turns of tapes. In total, 45 DPCs are 
used and represented by 90 bulks along the axial direction. To 
reduce the computation cost and maintain sufficient modeling 
accuracy [16], all the bulks are divided using 𝑁 − 1 lines per-
pendicular to the r axis at (Lr, 0) 
1 log( )
( ) * ( ) , 1, 2, ..., -1, 2
2 log( )r r c
i
L i W d i N N
N
       (1) 
where N is the number of areas divided in a bulk of the LV 
winding or HV winding, Wr is the width of  the bulk and dc is 
the horizontal distance between the bulk center and the z axis. 
From Table I, the widths of the bulks in the LV and HV wind-
ings are 4 mm and 10 mm, and the distances dc are 147 mm 
and 215 mm, respectively. Considering the widths of the LV 
and HV windings, 𝑁 = 2 and 𝑁 = 4 are used for the division, 
respectively.  
B. Means of Evaluating AC losses and Magnetic Fields of the 
Designs 
The strategic distribution of the lines obtained from (1) is 
used in the homogenization approach, such that when 𝑁 > 2, 
regions closer to the vertical boundaries of the windings are 
divided into smaller areas, as suggested by the HV winding in 
Fig. 2. These regions are more likely to be penetrated by mag-
netic flux, hence modeling accuracy is required. This indicates 
that the homogenization is a time efficient approach with a 
minimal compromise of the accuracy. Uniformly distributed 
conductive materials are defined for homogenization of the 
superconductor tapes and insulation layers in the LV and HV 
windings respectively, which satisfy an 𝐸 − 𝐽 relation.  
 
Fig. 2.  The 2D axial symmetric structures of the designs used for analysis 
(only the tops of the windings are shown).  
 
Fig. 1.  Two designs of the FDs applied to the HTS windings. 
TABLE I 
PARAMETERS OF SUPERCONDUCTOR WINDINGS 
Parameters LV winding HV winding 
Total height [mm] 585 585 
Inner radius [mm] 145 210 
Outer radius [mm] 149 220 
Turns (in r direction) 3 22 
Turns (in z direction) 50 90 
Nominal current In [A] 871.2 66 
Tape critical current density 
at  zero field  (65 K) [A/mm] 
114 114 
Tape width [mm] 5 4 
Tape thickness [mm] 0.12 0.12 





    = (
.
)  (2) 
where the critical electric field 𝐸 = 10  V/m, 𝑛 = 30, Jc.eng  
is the engineering critical current density inferred from [17] 
    𝐽 . (𝐵) =
∗ ∗
∗ (1 + )  (3) 
where 𝑁  is the number of turns in a bulk, which satisfies 
𝑁 = 9 ∗ 3/2 = 13.5 on average for the LV winding as the 
9/5 Roebel cable is used, and 𝑁 = 22 for the HV winding. 
The areas of the turns within the LV and HV windings  𝑆  are 
0.6 mm2 and 0.48 mm2, respectively. The areas of the bulks 
within the LV and HV windings 𝑆  are 20 mm2 and 40 mm2, 
respectively. The critical current density at zero field and 65 K 
is 𝐽 = 114 ÷ 0.12 = 950 A/mm2. The areas of the gaps be-
tween the bulks are not used to infer Jc.eng, since they are mod-
eled as part of the air domain that surrounds the windings. 
Three parameters, 𝑘 = 0.71 , 𝐵 = 0.1 T  and 𝛼 = 0.23  are 
characteristics associated with magnetic field dependence of 
the materials [17], 𝐵  and 𝐵  can be obtained using (2) applied 
to the following Maxwell equations 
    𝐽 = ∇ × 𝐻, (4) 
    ∇ × 𝐸 = − . (5) 
The 2D axial symmetric model is then analyzed using an H 
formulation [17] 
    𝜇 𝜇 −
( ( ))
= 0, (6) 
   𝜇 𝜇 +
( ( ))
= 0. (7) 
where 𝜇  is the vacuum permeability, 𝜇  and 𝜌 are the relative 
permeability and resistivity of the materials. Furthermore, 
pointwise constraints Pc_LV and Pc_HV are applied to the bulks 
in the LV and HV windings.  








where 𝑆 is used for the area integration and 𝐽 is inferred from 
(4). The engineering current density is obtained using 
    𝐽 =
∗
 (10) 
where the nominal current 𝐼  is provided in Table I. The AC 
loss  𝑃 is 
    𝑃 = ∭ E ∗ 𝐽d𝑉. (11) 
where 𝑉 is the volume of the bulks of the windings. The mag-
netic flux density B satisfies 
2 2| | r zB B B   (12) 
where |B| is used for evaluating the magnetic flux distribution. 
 
 
Fig. 4. The maximum magnetic flux densities of the windings with the in-
creased D, H and h. 
 
Fig. 5.  The magnetic flux distributions of the 2 FDs model with (a) H = 4
mm, h = 4 mm, and D = 4, 10, 30 mm. (b) D = 20 mm, h = 4 mm, and H = 4, 
20, 40 mm. (c) D = 20 mm, H = 4 mm, and h = 4, 20, 40 mm. 
 
 





III. ANALYSIS OF THE TWO DESIGNS 
The HTS transformer winding model using parameters pro-
vided in Table I was first built and analyzed in [24]. In the 
case of no FDs applied to the windings, the AC loss is 1062.1 
W. The magnetic flux intensively penetrates into the ends of 
the windings, which leads to considerable losses. The designs 
with the 4 and 2 flux diverters, namely the 4 FDs design and 2 
FDs design are analyzed using COMSOL, respectively. To 
begin with, the widths of the FDs are increased for the AC loss 
and magnetic flux density analysis of the windings. Further-
more, the heights of the FDs and the gaps between the FDs 
and the windings are increased in turn for the analysis. The 
relative permeabilities of the FDs μr were assumed to be 100, 
500, 1000 and 5000, and applied to a series of parameter com-
binations. For both designs, the variation of the relative per-
meabilities provided close results of AC losses and maximum 
magnetic flux densities with differences less than 0.5%. As 
consequences, only μr = 100 is assigned to the FDs. The wind-
ings, including the bulks and gaps, and the air domain are as-
signed with μr = 1.   
A. The Influence of D on the AC Losses and Magnetic Flux 
Densities 
The two designs are applied with H = 4 mm, h = 4 mm and 
D is increased from 1 mm to 30 mm. If D is further increased 
in the case of the 4 FDs, the FDs of the LV and HV windings 
will be overlapped, thus 30 mm is chosen as the maximum. 
The AC losses are reduced significantly from 772.2 W to 
212.4 W, and from 488.6 W to 214.2 W respectively, as 
shown by the 4FDs-D and 2FDs-D in Fig. 3. The increased D 
leads to the reduction of the AC losses in the two cases. Fur-
thermore, the 2 FDs design has shown better results in most 
cases. This indicates that wider FDs are more capable of re-
ducing AC losses. However, in the case of D = 30 mm, the 4 
FDs design has a slightly better performance. As the relative 
tolerance and absolute tolerance of the designs are set as 10-4 
and 10-5, respectively, 212.4 W and 214.2 W may not simply 
be considered as close results. The 4 FDs design achieves 
lower AC losses if the widths of the FDs are sufficiently large. 
Note that the increased D leads to a less effective AC loss re-
duction. Thus, H and h should also be adjusted for designing 
high efficiency FDs. 
The magnetic flux densities of the designs |B| are obtained 
and the maximum value is shown by the 4FDs-D and 2FDs-D 
in Fig. 4. The maximum densities of the two designs are in-
creased from 1.4 T to 2.2 T, and from 1.5 T to 2.4 T, respec-
tively. In the both cases, the wider FDs lead to the increased 
magnetic flux densities. Furthermore, the 4 FDs design can be 
a better solution for reducing the magnetic flux densities.  
B. The Influence of H on the AC Losses and Magnetic Flux 
Densities 
The two designs are applied with D = 20 mm, h = 4 mm and 
H is increased from 1 mm to 40 mm. As suggested from the 
4FDs-H and 2FDs-H in Fig. 3, the AC losses are reduced sig-
nificantly from 375.5 W to 190.8 W and from 359.8 W to 
173.9 W, respectively. The increased H leads to AC loss re-
duction in the two cases. Meanwhile, this also leads to less ef-
fective AC loss reduction. In Fig. 4, the 4FDs-H and 2FDs-H 
show that the maximum magnetic flux densities are reduced 
from 5.1 T to 0.5 T (approximation of 0.45 T), and from 6.2 T 
to 0.5 T (approximation of 0.50 T), respectively. This indi-
cates that the 4 FDs design has comparatively lower magnetic 
flux densities.  
C. The Influence of h on the AC Losses and Magnetic Flux 
Densities  
The two designs are applied with D = 20 mm, H = 4 mm 
and h is increased from 1 mm to 40 mm. As suggested from 
the 4FDs-h and 2FDs-h in Fig. 3, the AC losses are increased 
from 169.0 W to 976.5 W, and from 146.31 W to 963.61 W, 
respectively. The increased h leads to the higher AC losses in 
the two cases. Meanwhile, the 2 FDs design has lower AC 
losses compared with the 4 FDs design. In Fig. 4, the 4FDs-h 
and 2FDs-h show that the maximum magnetic flux densities 
are reduced from 2.2 T to 0.8 T, and from 2.4 T to 0.9 T, re-
spectively. This suggests that the 4 FDs design has compara-
tively lower magnetic flux densities.  
D. Magnetic Flux Distributions of the 2 FDs Design 
Fig. 5 shows the magnetic flux distributions of the 2 FDs 
design, where the magnetic flux is obtained from (Br, Bz) as 
results of the H formulation, and the magnetic flux densities 
are obtained using (10).  The flux lines are more intensive in 
regions close to the LV winding due to the large current, 
which can be explained using (4). Meanwhile, the maximum 
|B| are observed in the flux diverters and the regions are close 
to the HV winding. This suggests high voltages of the HTS 
windings lead to high magnetic flux densities of the flux di-
verters. In Fig. 5a where H = 4 mm, h = 4 mm, and D = 4, 10, 
30 mm, it can be seen that the FDs with the increased D are 
more effective in diverting flux due to the larger volume. In 
Fig. 5b where D = 20 mm, h = 4 mm, and H = 4, 20, 40 mm, 
the FDs with the increased H are also more effective due to 
this reason. In Fig. 5c where D = 20 mm, H = 4 mm, and h = 4, 
20, 40 mm, it can be seen that the decreased h leads to less 
flux penetration at the ends of the windings. 
IV. CONCLUSION 
A 1.65 MVA HTS transformer winding model was devel-
oped for AC loss and magnetic flux density analysis. Two de-
signs of flux diverters were considered for AC loss reduction 
and magnetic flux optimization. The results indicate that the 
increased widths of the flux diverters result in lower AC losses 
but higher maximum magnetic flux densities. The increased 
heights of the flux diverters decrease both AC losses and max-
imum magnetic flux densities. The increased spatial distances 
between the flux diverters and the windings result in higher 




 The increase of widths and heights of flux diverters, and 
decrease of spatial distances between the flux diverters and the 
windings are reasonable considerations for developing 
winding models with high efficiency. However in real practic-
es, the parameters should also meet requirements of spatial 
and maximum magnetic flux density constraints. The pro-
posed designs provide an effective and flexible means for de-
signing or evaluation of transformer windings. The optimiza-
tion of the structures of the flux diverters, and evaluation of 
the designs under different applied currents can be considered 
in the future.  
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